l S M 1150 Hancock Street, Suite 400 & Quincy, MA 02169

T 617 328-9898 4 ¢ 617 326-0486

e ENERGY SERV*CES WO PISTENSraysenions com

Unitil Municipal Program UTILITY INVOICE
UsB 1002

Customer Name Auditor Andrew Detsikas

Address PRISM ENERGY SERVICES
Town, State, Zip Date 5/11/2017
Contact
Phone
Account #
OUT-OF-
REPLACEMENT Qry TOTAL UNIT UTILITY POCKET
DESCRIPTION COST COST INCENTIVE EXPENSE
1L4' 12W LED T8/LP__ L&B, 3500K 81 $3,631.11 $44.83 $1,815.55 $1,815.56
2L2' 8.5W LED T8/LP__ L&B, 3500K 54 | $3,496.15 $64.74 $1,748.07 $1,748.08
2L2' 8.5W LED T8/LP L&B WITH EMERGENCY
BALLAST, 3500K 13 | $2,273.46 $174.88 $1,136.73 $1,136.73
1L2' 8.5W LED T8/LP __ L&B, 3500K 60 | $3,893.08 $64.88 $1,946.53 $1,946.55
2L4' 12W LED T8/LP _ L&B, 3500K 107 | $6,134.89 $57.34 $3,067.43 $3,067.46
2L4' 12W LED T8/LP L&B WITH EMERGENCY BALLAST,
3500K 11 $1,849.06 $168.10 $924.53 $924.53
7W LED CFL REPLACEMENT - VERTICAL PLUG-IN
LAMP BYPASS BALLAST, 3500K 44 | $1,851.38 $42.08 $925.69 $925.70
8W LED CFL REPLACEMENT - HORIZONTAL PLUG-IN
LAMP BYPASS BALLAST, 3500K 27 | $1,161.83 $43.03 $580.91 $580.92
8W LED CFL REPLACEMENT - HORIZONTAL PLUG-IN
LAMP BYPASS BALLAST, 4000K 9 $387.28 $43.03 $193.64 $193.64
17W LED SCREW IN LAMP, 4000K 10 $393.85 $39.38 $196.92 $196.92
52W LED KNUCKLE MOUNT NARROW FLOOD, 4000K 2 $1,104.62 $552.31 $552.31 $552.31
414' 12W LED T8/LP__ L&B, 3500K 12 | $5,393.85 $449.49 $2,696.91 $2,696.93
8W LED BR30 SCREW IN LAMP, 2700K 4 $85.85 $21.46 $42.92 $42.92
7W LED PAR20 SCREW IN LAMP, 2700K 8 $179.20 $22.40 $89.60 $89.60
PERMIT FEE $105.00 $52.50 $52.50
WASTE PACKAGING $723.40 $361.70 $361.70
TOTALS 442 $32,664.00 N/A $16,331.94 $16,332.06
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“PRISM

ST ENERGY SERVICES

AUDIT AND SAVINGS ANALYSIS AS INSTALLED
UNITIL MUNICIPAL PROGRAM

Auditor: Andrew Detsikas
Prism Energy Services

CUSTOMER NAME:

DBA:
ADDRESS: Audit Date: 2/28/2017 SIS AR
CONTACT:
PHONE:
ACCOUNT #: E o
EXISTING i L o
- o o
ROOM HT DESCRIPTION. FIXTURE WATTS/ kW HRS/YR KWh/YR & & i
UNE LAMPS/BALLAST ary FIXTURE G
LCHS
1 [INTERIOR
114’ T8/ELIG WALL MOUNT 4' 80 UP/20 DOWN
2 | MAIN ENTRANCE _ 10' DIRECT/INDIRECT 2 30 197 1L4' 19W LEDT8/LP 188, 3500K 2 13 | 0026 | 3,287 85
212’ 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
3 {MAIN LOBBY 12 ____TROFFER 5 37 608 2L2'8.5W LEDT8/LP _L&B, 3500K 5 20 | 0100 | 3,287 | 329
112’ 17WT8/ELIG RECESSED 2X2 VOLUMETRIC
4 | MAIN LOBBY 12 TROFFER 8 17 136§ 112°8SWLEDT8/LP L&S, 3500K g 10 | 0080 | 1,000 | 80 [
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC 212'8.5W LED T8/LP  L&B WITH EMERGENCY
5 |MAIN LOBBY - EMERGENCY 12' TROFFER 3 37 365 BALLAST, 3500K 3 20 | 0060 | 3,287 | 197 |o0051| 168
8WLED CFLREPLACEMENT - HORIZONTAL PLUG-
6 {MAINLOBBY 12'|  26W CFL ELIG RECESSED 10" 1.D. 11" 0.D. CAN 2 28 56 IN LAMP BYPASS BALLAST, 3500 2 8 0016 | 1,000 0040 | 40
7WLED CFLREPLACEMENT - VERTICAL PLUG-IN
7 |MAINLOBBY a2 18W CFL RECESSED 8" 1.D. 9" 0.D. CAN 2 20 131 LAMP BYPASS BALLAST, 3 2 7 o014 | 3,287 46 | 0026 85
204’ T8/ELIG CABLE MOUNT 4’ 80 UP/20 DOWN
8 12' DIRECT/INDIRECT 2 60 4,338 214 12W LEDT8/LP L&B, 3500K 22 25 | 0550 | 3,287 | 1,808 | 0.770] 2,531 |
1L4' T8/ELIG CABLE MOUNT 4’ 80 UP/20 DOWN
9 {DVD/MUSIC SECTION 12 oI DIRECTY. . . 24 30 720 1L4' 12W LED T8/LP 1 b 2 13 | 0312 | 1,000 | 312 |o0.408| 408
214" T8/ELIG CABI INT 4’ 80 UP/20 DOWN 214" 12W LED T8/LP  L&B WITH EMERGENCY
10 | DVD/MUSIC SECTION - EMERGENCY 12 _ DIRECT/INDIRECT 2 60 394 ___ BALLAST, 3500K 2 25| 0050 | 3,287 | 164 | 0070| 230
8W LED CFL REPLACEMENT - HORIZONTAL PLUG-
12'| _26W CFL ELIG RECESSED 10" 1.D. 11" 0.D. CAN 4 28 368 ______INLAMP BYPASS BALLAST, 3500 q 8 0032 | 3,287 | 105 |0080] 263
212’ 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
12 |CIRCULATION DESK R 7Y TROFFER 1 37 122 2L2'8.5W LED T8/LP _L&B, 3500K 1 20 | 0.020 | 3,287 66| 0017| 56
1L2' 17WT8/ELIG RECESSED 2X2 VOLUMETRIC
13 |CIRCULATIONDESK 14" TROFFER 2 17 34 112' 8.5W LED T8/LP &8, 3500K _ 2 10 0020 | 1,000 | 20 |o014] 14
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC 212'8.5W LED T8/LP  L&B WITH EMERGENCY
14 {CIRCULATION DESK - EMERGENCY 14 TROFFER 1 37 122 BALLAST, 3500K E 1 20 | 0020 | 3287 | 66 |0017| 56
8WLED CFLREPLACEMENT - HORIZONTAL PLUG-
15 | CIRCULATION DESK 14'| 26W CFL EUIG RECESSED 10" 1.0, 11" 0.D. CAN _ 6 28 552 INLAMP BYPASS BALLAST, 3500K 6 ) 0048 | 3287 | 158 | 0.120] 394
212’ 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
16 [CENTERAREA i 10' TROFFER 3 3 365 . A2'8SWLEDT8/LP L&B, 3500K 3 20| 0060 | 3287 | 197 | 0051 168 |
112" 17WT8/ELIG RECESSED 2X2 VOLUMETRIC
17 | CENTER AREA 10 . TROFFER_ 3 17 51 1L2'8.5W LED T8/LP L&B, 3500K 3 10| 0030 | 1000 | 30 |ooa]| 21
8WLED CFLREPLACEMENT - HORIZONTAL PLUG-
18 | CENTER AREA 10'| __26W CFLELIG RECESSED 10" 1.D. 11" 0.D. CAN 3 28 276 IN LAMP BYPASS BALLAST, 3500K 3 3 0024 | 3,287 | 79 |0060| 197
1L4’ T8/ELIG WALL MOUNT 4' 80 UP/20 DOWN
19 | CENTER AREA 19' DIRECT/INDIRECT om 1 30 99 B 14 12WLEDTS/LP L&B, 3500K 1 13 3,287 43 | 0017 S6
202’ 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
14 TROFFER A N 8 a7 296§ 212'8.SWILEDTS/LP L&SB, 3500K 8 20 | 0160 | 1,000 136
1L2' 17WT8/ELIG RECESSED 2X2 VOLUMETRIC
14 TROFFER 8 17 136 112' 8.5W LED T8/LP_L&B, 3500K 8 10| 0080 | 1,000 56,
214’ T8/ELIG WALL MOUNT 8' 80 UP/20 DOWN
10' DIRECT/INDIRECT 4 60 240 204' 12W LED T8/LP &8, 3500K 4 25 | 0100 | 1,000 | 100 | 0.140| 140
1L4’ T8/ELIG WALL MOUNT 4' 80 UP/20 DOWN
10' DIRECT/INDIRECT. 2 30 60 L4' 12W LED T8/LP 2 13 | 0026 | 1,000 26 |003a| 34
214’ T8/ELIG CABLE MOUNT 4' 80 UP/20 DOWN
24 | FICTION/NON-FICTION SECTION 12" DIRECT/INDIRECT 31 60 6,113 31 25 | 0775 | 3,287 | 2,547 | 1.085]| 3,566
1L4' T8/ELIG CABLE MOUNT 4' 80 UP/20 DOWN
25 | FICTION/NON-FICTION SECTION 12 DIRECT/INDIR 34 El) 1,020 114" 12W LED T8/LP__L&B, 3500K 34 13 | 0442 | 1,000 | 442 |0578| 578
FICTION/NON-FICTION SECTION - 214’ T8/ELIG CABLE MOUNT 4' 80 UP/20 DOWN 214’ 12W LED T8/LP  L&B WITH EMERGENCY
26 [EMERGENCY 12! DIRECT/INDIRECT 3 60 592§ BALLAST, 3500K 3 25 | 0075 | 3287 | 246 |0.105| 345
TWLED CFL REPLACEMENT - VERTICAL PLUG-IN
27 | FICTION/NON- FICTION SECTION 14 18W CFL RECESSED 8" 1.0. 9" 0.D. CAN 4 20 80 LAMP BYPASS BALLAST, 3500K 4 1 28 |o0052| 52
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
28 | CONFERENCEROOM 14 TROFFER 4 37 148 212'8.5W LEDT8/LP _L&B, 3500K 4 20__| 0080 | 1,000 80 | 0068| 68 |
112" 17WT8/ELIG RECESSED 2X2 VOLUMETRIC
29 [ CONFERENCE ROOM =) 14' TROFFER 4 17 68 1L2'8.5W LEDT8/LP 8B, 3500K 4 10 | 0040 | 1,000 40 [0028] :
214’ TB/ELIG WALL MOUNT 8' 80 UP/20 DOWN
30 | CONFERENCE ROOM - 10 DIRECT/INDIRECT 4 60 240§ 214 12WLEDT8/LP L&B,3500K 4 25 | 0100 | 1,000 | 100 |0.140| 140
S0W Halogen WALL MOUNT PAR20 SCREW IN
31 |CONFERENCEROOM 15' LAMP ’ 8 50 400 TWLED PAR20 SCREW IN LAMP, 2700K g 7 0056 | 1,000 | 56 380
214" TB/ELIG CABLE MOUNT 4' 80 UP/20 DOWN
32 GAMEROOM 12' DIRECT/INDIRECT 2 60 120 214" 12WLEDT8/LP 18&B,3500K 2 25| 0050 | 1000 | o 70
114 T8/ELIG CABLE MOUNT 4' 80 UP/20 DOWN
33 | GAME ROOM 12| DIRECT/INDIRECT 2 ) 60_ _§ 14 12WILEDT8/LP L&B, 3500K 2 13_ | 002 | 26| 003a| 34
202" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
34(sTupyrROOM  |1a TROFFER 4 37 148 212'8.5W LED T8/LP _L&B, 3500K 4 20 | 0080 | 1,000 | 80 |0068| 68
112 17WTB/ELIG RECESSED 2X2 VOLUMETRIC
35 |STUDYROOM 14 TROFFER 4 17 68 112 8.5W LED T8/LP _ L&B, 3500K 4 10 40 _|0028| 28
BWLED CFLREPLACEMENT - HORIZONTAL PLUG-
36 | DIRECTOR'S OFFICE 14'| 26W CFL EUIG RECESSED 10" 1.D. 11" 0.D. CAN 4 28 112 IN LAMP BYPASS BALLAST, 3500 4 8 0032 | 1,000 32__|0080| ¢
214 TB/ELIG WALL MOUNT 8' 80 UP/20 DOWN
37 | DIRECTOR'S OFFICE D 1 DIRECT/INDIRECT 2 B 394§ 214'12WLEDT8/LP L&B, 3500K 2 25 | 0050 | 3,287 | 164 | 0070
7WLED CFL REPLACEMENT - VERTICAL PLUG-IN
38 | DISPLAY CASE 1 8 13W CFL RECESSED 4" 1.D. §" 0.D. CAN 1 15 23 LAMP BYPASS BALLAST, 3500K 1 7 11 |oo0s| 12
TWLED CFL REPLACEMENT - VERTICAL PLUG-IN
39 [DISPLAY CASE 2 8 13W CFL RECESSED 4" 1.D. 5" 0.D. CAN 1 15 23 LAMP BYPASS BALLAST, 3500K 1 7 11| 0008| 12
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
40 | MENS RESTROOM el - . TROFFER 1 37 37 212 8.5W LED T8/U 1 20 20 |oo17| 17
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
41 | WOMENS RESTROOM 8 TROFFER 1 37 37 212 8.5WLEDT8/LP L&B, 1 20 20 |0017] 17
112" 17WT8/ELIG RECESSED 2X2 VOLUMETRIC
42 |CHILDRENS LIBRARY 8 TROFFER 2 17 34 1L2' 8.5W LED T8/LP _L&B, 3500K b 10 20 |o0014| 14
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC 202'8.5W LED T8/LP L&B WITH EMERGENCY
43 [ CHILDRENS LIB 8 it 2 37 243 ____ BALLAST, 3500K 2 20 131_|003a| 112
8WLED CFL REPLACEMENT - HORIZONTAL PLUG
44 | CHILDRENS LIBRARY 8 |  26W CFLELIG RECESSED 10" 1.D. 11" 0.D. CAN 3 28] 276 ____INLAMP BYPASS BALLAST, 3500 3 8 0024 | 3,287 79 | 0060| 197
214’ TB/ELIG WALL MOUNT 8' 80 UP/20 DOWN
45 {CHILDRENS LIBRARY . 10 DIRECT/INDIRECT. - 14 60 2,761 2L4' 12W LED T8/LP 188, 3500K 14 25 | 0350 | 3,287 | 1,150 | 0.490| 1,610 |
214" T8/ELIG WALL MOUNT &' 80 UP/20 DOWN 204" 12W LED T8/LP L&B WITH EMERGENCY
46 | CHILDRENS LIBRARY - EMERGENCY 10" DIRECT/INDIRECT 2 60 394 BALLAST, 3500K 2 25 | o0osc | 3,287 | 164 | 0070| 230 |
TWLED CFLREPIACEMENT - VERTICAL PLUG IN
47 | CHILDRENS LIBRARY 14 13W CFL RECESSED 4" 1.D. 5" 0.D. CAN. 34 .15 1,676 ___LAMP BYPASS BALLAST, 3500K 34 7 3287 | 782 | 0272| 894 |
48 {CHILDRENS LIBRARY 14 65W INC RECESSED_BR30 SCREW IN LAMP 4 _ 65 854 8W LED_BR30 SCREW IN LAMP, 2700K 4 8 3,287 | 105 [o0228] 749 |
214’ T8/ELIG CABLE MOUNT 4' 80 UP/20 DOWN
49 | CHILDRENS LIBRAF 12 DIRECT/INDIRECT 8 60 1,578 ___2l4' 1DWLEDT8/LP _L&B, 3500K 8 25 3287 | 657 | 0280] 920
114" T8/ELIG CABLE MOUNT 4’ 80 UP/20 DOWN
12" 5 Ay £l 10 30 300 N 114'12WLEDTS/LP L&B, 3500K 10 13 | 0130 | 1,000 | 130 |0170] 170 |
214" T8/ELIG CABLE 0 UP/20 DOWN 204" 12W LED T8/LP  L&B WITH EMERGENCY
14 DIRECT/INDIRECT 2 60 394 = BALLAST, 3500K 2 25 | 0050 | 3287 | 164 | 0070 230
BW LED CFL REPLACEMENT - HORIZONTAL PLUG-
8'|  26W CFLELIG RECESSED 10 2 28 56 IN LAMP BYPASS BALLAST, 3500K 2 8 0.016 | 1,000 16 | 0040| 40




214’ T8/ELIG WALL MOUNT 8' 80 UP/20 DOWN =0
534S Y/CRAFTS ROOM 10" DIRECT/INDIRECT 4 60 0.240 1,000 240 214" 12W gEDI&/LPV I:S“B, 3500K 4 25 0.100 1,000 100 0.140 140
4" T8/ELIG WALL MOUNT 4' 80 UP/20 DOWN
54 | STORY/CRAFTS ROOM 10" i DIRECT/INDIRECT 2 30 0.060 | 1,000 60 14 12W LED T8/LP 1&B, 3500K 2 13 0.026 1,000 26 0.034| 34
55 | STORY/CRAFTS ROOM BEAMS 15| 414’ T8/ELIG SURFACE MOUNT 8' 1 112 1232 1,232 414' 12W LED T8/LP _L&B, 3500K 1 50 1,000 | 550 | 0.682| 682
56 | STORY/CRAFTS ROOM BEAMS 15'| 414’ TB/ELIG SURFACE MOUNT 8' NARROW STRIP 1 112 0112 | 1,000 112 EDT8/LP _L&B, 3500K 1 50 0.062
57 | STORY/CRAFTS ROOM STORAGE 8' | 214’ T8/ELIG SURFACE MOUNT 4' STANDARD STRIP 2 60 0.120 | 1,000 120 214 12W LED T8/LP _L&B, 3500K 2 3 0.070| 70
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
58 { CHILDRENS LIBRARY MENS RESTROOM _TROFFER 1 37 0037 | 1,000 37 212'8.5W LED T8/LP _L&B, 3500K 1 20 | 0020 | 1,000 20 |o07]
CHILDRENS LIBRARY WOMENS 212 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
59 {RESTROOM e 8 TROFFER _ 1 37, 0.037 1,000 37 212'8.SWLEDT8/LP L&B,3500K 1 20 0.020 | 1,000 20 0.017| 17
60 | DISPLAY CASE 3 " 8' | 214" T8/ELIG SURFACE MOUNT 4’ STANDARD STRIP 1 0.060 1,500 20 2L4' 12W LED T8/LP_ L&B, 3500K K 1 25 0025 | 1,500 | 38 |0.035| 53
61 [DISPLAY CASE4 8' | 204’ T8/ELIG SURFACE MOUNT 4' STANDARD STRIP 1 60 0.060_| 1,500 %0 214" 12WLED T8/LP _L&B, 3500K 1 25 | 0025 | 1,500 | 38 |0035| 53
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
62 { FAMILY RESTROOM 8 OFFER 1 37 0.037 1,000 37 212'8.5W LED T8/LP_ L&B, 3500K 1 20 0.020_| 1,000 20 |o0017| 17
212 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
63 {STAFF AREA 14 TROFFER 9 37 0.333 3,287 1,094 _ 212'8.5WLED T8/LP_L&B, 3500K 9 20 0.180 | 3,287 592 | 0.153| 503
112’ 17WTB/ELIG RECESSED 2X2 VOLUMETRIC
64 | STAFF AREA 14’ . TROFFE 12 17 0.204 1,000 | 204 112'8.5W LED T8/LP L&B, 3500K 12 10 0.120 1,000 120 0.084 84
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC 212'3.5W LED T8/LP L&B WITH EMERGENCY
65 | STAFF AREA - EMERGENCY i1 A TROFFER 3 37 oa11 | 3287 365 BALLAST, 3500 3 20 | 0060 | 3287 | 197 |0051| 168
8WLED CFL REPLACEMENT - HORIZONTAL PLUG-
66 | STAFF AREA 14'|  26W CFL ELIG RECESSED 10" L.D. 11" 0.D. CAN 3 28 0.084 3,287 276 IN LAMP BYPASS BALLAST, 3500K 3 8 | 002 | 3,287 79 0.060 | 197
TWLED CFL REPLACEMENT - VERTICAL PLUG-IN
67 {STAFF AREA 14 18W CFL RECESSED 8" 1.D. 9" 0.D. CAN 2 20 0.040 | 3,287 131 LAMP BYPASS BALLAST, 3500K 2 7 0014 | 3,287 46 | 0026 85
68 | TELECOM ROOM 10'| 214’ T8/ELIG SURFACE MOUNT 4' STANDARD STRIP 1 60 0.060 1,000 60 214’ 12W LED T8/LP L &B, 3500K 1 25 0.025 1,000 25
214" 12W LED T8/LP  L&B WITH EMERGENCY
69 | TELECOM ROOM - EMERGENCY 10'| 214’ T8/ELIG SURFACE MOUNT 4' STANDARD STRIP | 1 0.060 | 1,000 60 BALLAST, 3500K 1 25| 0.025 | 1,000 25 | 003s| 35
70 { ELECTRICAL ROOM 214’ T8/ELIG SURFACE MOUNT 4' STANDARD STRIP 1 0.060 | 1,000 o B0 | 214" 12W LED T8/LP 1 &B, 3500K 1 25 0.025 1,000 25 0.035 35
204" 12W LED T8/LP  L&B WITH EMERGENCY
71 {ELECTRICAL ROOM - EMERGENCY 10'| 214’ T8/ELIG SURFACE MOUNT 4' STANDARD STRIP 1 60 _ 1,000 60 BALLAST, 3500k 1 25 0.025 | 1,000 25 0035 35
2L2' 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
72 { BREAKROOM 14' . TROFFER 5 37 0.185 1,000 185 N 212'8.5WILEDTS/LP L&B, 3500K 5 20 0.100 100 85
112 17WT8/ELIG RECESSED 2X2 VOLUMETRIC
73 | BREAKROOM 14" - TROFFER 5 17 0085 | 1000 | 85 112'8.5W LED T8/LP _L&B, 3500K S 10 0.050_ | 50 0.035 35
74 | STORAGE/MECI 14'| 214’ T8/ELIG SURFACE MOUNT 4' STAN 2 60 0120 | 1,000 120 214’ 12W LED T8/LP  L&B, 3500K 2 25 0050 | 1,000 | S0 | 0070| 70 _
212 17W T8/ELIG RECESSED 2X2 VOLUMI
75 | KITCHEN .5 8 TROFFER 2 37 0.074 1,000 74 2L2' 8.5W LED T8/LP _L&B, 3500K 2 20 0.040 | 1,000 | 40
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC
76 | MEETING ROOM 14 TROFFER 8 37 0296 | 2,000 | 212'8.5WLEDT8/LP L&B, 3500K 8 20 0160 | 2,000 320 0136 272
112" T7WT8/ELIG RECESSED 2X2 VOLUMETRIC
77 {MEETING ROOM 14' ______ TROFFER 12 17 0204 2,000 | 112'8.5WILEDTS/LP L&B, 3500K 12 10 0.120 168 _
212" 17W T8/ELIG RECESSED 2X2 VOLUMETRIC 202" §.5W LED T8/LP  L&B WITH EMERGENCY
78 | MEETING ROOM - EMERGENCY 14' TROFFER 4 37 0.148 2,000 296 BALLAST, 3500K i 4 20 0.080 136
214’ TB/ELIG WALL MOUNT 8' 80 UP/20 DOWN
79 | MEETING ROOM 10' DIRECT/INDIRECT 6 60 0360 | 2,000 720 214' 12W LED T8/LP _L&B, 3500K & 25 | 0150 | 2,000 300 | 0210] 420
114’ T8/ELIG WALL MOUNT 4' 80 UP/20 DOWN
80 [ MEETING ROOM 10 DIRECT/INDIRECT 4 30 0.120 2,000 240 114" 12W LED T8/LP_ L&B, 3500K 4 b & 0.052 2,000 104 0.068 136
81 ng_xgﬂsjgkms 8' | 2L4' T8/ELIG SUKFASE MOUNT 4' STANDARD STRIP 2 60 0.120 1,000 120 2L4' 12WLED T8/LP L&B, 3500K 2 25 0.070 70
82 [EXTERIOR
83 [ MAIN ENTRANCE CANS 14 50W HPS RECESSED 6" 1.D. 7" 0.D. CAN 65 0390 | 4338 | 1692 17W LED _SCREW IN LAMP, 4000K 6 17 0.288 | 1,249
26W CFL ELIG WALL MOUNT ROUND - HORIZONTAL 8W LED CFL REPLACEMENT - HORIZONTAL PLUG-
84 | FRONT WALL SCONCE 8 SCONCE 3 28 0.084 | 4,338 364 IN LAMP BYPASS BALLAST, 4000K 3
85 [STREETSIDE CANS 50W HPS RECESSED 6" 1.D. 7" 0.D. CAN a 65 1,128 17W LED _SCREW IN LAMP, 4000K 4 17
26W CFL ELIG WALL MOUNT ROUND - HORIZONTAL 8WLED CFL REPLACEMENT - HORIZONTAL PLUG
86 | REAR WALL SCONCES § SCONCE 4 28 0112 | 4338 486 IN LAMP BYPASS BALLAST, 4000K 4 L8 0.080 | 347
26W CFL ELIG WALL MOUNT ROUND - HORIZONTAL BW LED CFL REPLACEMENT - HORIZONTAL PLUG-
87 [ RIGHT SIDE WALL SCONCES 8 SCONCE 2 28 0056 | 4,338 243 ___IN LAMP BYPASS BALLAST, 4000K 2 8 0.040| 174
52W LED KNUCKLE MOUNT NARROW FLOOD,
88 {FLAG FLOODS 1 175W MH KNUCKLE MOUNT NARROW FLOOD 2 205 0.410 4,338 1,779 4000K 2 0.306 | 1,327
TOTALS| _as2 17781 20817 s ToTAS iG] 3
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